
24" min. long
service conductors

2x4 braces

Rear brace in line
with service drop

Meter socket
centered 5'
above grade

2 copperclad ground rods
5/8" dia. x 8'-0" long
installed 6'-0" o.c. min.
and flush or below grade

Weatherproof breaker
disconnect switch or
meter socket with
intergral disconnect

2x4 x 3'- 0"
stakes, 10'
from centerline
of pole

Weatherproof
connector

15' min.

Cable clips

Service
entrance
cable

2' min. clearance
between bracing
and weatherhead

Weatherhead

6x6 pole or
(3) 2x6's spiked
together

Service drop, 150 max.

Figure 5 –18. Typical Temporary Service
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5 - ELECTRICAL: Temporary Job-Site Power

24 J L C  F I E L D  G U I D E

Temporary power pole specs
are often enforced by the utility
that supplies the power. The
required double mast
protection — conduit and
wood covering — may seem
extreme until the first time a
backhoe slams into the pole.
Extend the pole’s height to 18
ft. if it is installed over any
areas that receive motor vehicle
traffic.

2x4 x 3'-0"
stakes, 10'
from centerline
of pole

Weatherproof breaker
disconnect switch or
meter socket with 
integral disconnect

2 copperclad ground rods
5/8" dia. x 8'-0" long
installed 6'-0" o.c. min.
and flush or below grade
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